
Sound Home Inspections, Inc
Tom Morgan
P.O. Box 393

Mystic, CT 06355
Phone: (860) 445-1236

Fax: (860) 572-9148
E-Mail: soundhome@att.net

Name, Customer
Inspection Address

Inspected 6/21/07 9:00 AM
Home Inspection
Termite Inspection

Thomas Morgan

Town, ST 00000

Client Information:

Inspected By:

Record Number 2934

Printed Monday, July 9, 2007

FSBO FSBO
 
 
 
 
 

Referral Information:

Photo photo, Front View of House

Page 1 of 25



Inspection Summary
Sound Home Inspections, Inc

Tom Morgan
P.O. Box 393

Mystic, CT 06355
Phone: (860) 445-1236

Fax: (860) 572-9148
E-Mail: soundhome@att.net

Major Defect
EXTERIOR
Additional Windows

The wooden casement windows in the office have excessive dry rot on the
exterior header trim. Water stains are visible on the interior headed casing.
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Major Defect
GROUNDS
Steps

The front porch stairs are deteriorated and not correctly or safely supported. The
front porch stairs need to be replaced.

CHIMNEY
CHIMNEY

Cricket or saddles need to be constructed on all the chimneys.
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Major Defect
GARAGE
GARAGE

Numerous plumbing leaks were observed in the supply and discharge under the
bathroom.
 
The large trees over hanging the garage roof need to be trimmed or removed.
 
The exterior stair handrail has excessive dry rot.

Garage Windows
The garage windows near the exterior stairs have excessive dry rot.

INTERIOR
Interior Fire Place 2

The dining room fireplace does not have a damper and the fireplace flue chamber could not be inspected.
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Safety Concern
ELECTRIC
Main Electrical Disconnect

The house has three (3) sixty (60) amp fused panels in the basement. The house
has two (2) electrical meters. It is presumed one (1) panel does not have power.

Electrical Defaults
Active knob and tube wiring in the basement and attic. The house will require
major rewiring.

BATHROOM
Bathroom Receptacles

Recommend installing GFCI protection (receptacle or GFCI circuit breaker) in the bathroom for safety reasons.
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Safety Concern
INTERIOR
Interior Outlets

A large number of two (2) prong ungrounded outlets were observed which should be changed to three (3) prong
grounded plugs.

Service/Repair
EXTERIOR
Trim Work

The wooden trim boards and rake boards need to be scraped, primed and painted.
Windows Storm\Screen

The aluminum storm windows are very old and no longer energy efficient. Consideration should be given to replacing
the storm windows.

GROUNDS
Porches

The porch horizontal cap rails have excessive dry tot and need to be replaced.

ROOF
Skylight

The skylight needs to be replaced.
CHIMNEY
Chimney 1 Type

The chimney flashing is leaking. as observed from the master bedroom closet.
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